EREC Meter Service

ALL WIRE SHALL BE RATED AT 100 AMP
OR GREATER, SIZED AS FOLLOWS:

100 AMPS - #3 Copper / #1 Aluminum
200 AMPS - 3/0 Copper / 4/0 Aluminum

Wire from meter socket to load
center is to be the same size as
the service cable.

All connections shall be
raintight.

NOTES: T
1> Only the meter socket is furnished ) )
by the cooperative o
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to all residential services, m (I8
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Top of the meter base o
shall hot be less than “
S ft. or more than 6 ft,
from the ground.
Minimum #4 solid bare copper
ground wire continuous from
meter can ground lug to
I ground rod,
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Minimum 8’ approved ground rod




